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Code-Making Panel 2 and the National Electrical Code Correlating Committee note the following error in the 2026 
edition of NFPA 70®, National Electrical Code®. 
 
1. Correct the cross references in Table 120.4 to read as follows: 
 

Table 120.4 Specific-Purpose Calculation References 
Calculation Article Section (or 

Part) 
Air-conditioning and refrigerating 

equipment, branch-circuit 
conductor sizing 

440 Part IV 

…   
Over 1000-volt feeder calculations 215 266 236.4 266.4 
…   
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(Note: Electronic products and pamphlet reprints may have this errata incorporated.  For current 
information about the NFPA Codes and Standards, including this errata, please see www.nfpa.org/docinfo) 
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